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HOLBY VALVE INC

24 FERDON ST., NEWARK, NJ 07105
TEL 973-465-7400 . FAX 973-465-7475
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DETAIL No. 13

PIPING DIAGRAM SHOWING
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HOLBY TEMPERING VALVES
AS USED WITH A HOT WATER STORAGE TANK INSTALLATION TO

CONTROL THE WATER TEMPERATURE TO MULTIPLE ZONES


